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Service Instructions

Drive Assembly

Remove the valve cover to access the drive assembly.

Disconnect the power source plug (black wire) from the PC board prior to disconnecting the motor or water meter plugs from the 
PC board. The motor plug connects to the two-pin jack on the left-hand side of the PC board. The power source plug connects to the 
four-pin jack. The water meter plug (gray wire) connects to the three-pin jack on the far right-hand side of the PC board.

The PC board can be removed separately from the drive bracket but it is not recommended. Do not attempt to remove the display 
panel from the PC board. Handle the board by the edges. To remove the PC board from the drive bracket, unplug the power, water 
meter and motor plugs from the PC board. Lift the middle latch along the top of the drive bracket while pulling outward on the top 
of the PC board. The drive bracket has two plastic pins that fi t into the holes on the lower edge of the PC board. Once the PC board 
is tilted about 45° from the drive bracket it can be lifted off of these pins. To reinstall the PC board, position the lower edge of the 
PC board so that the holes in the PC board line up with the plastic pins. Push the top of the PC board towards the valve until it snaps 
under the middle latch, weave the power and water meter wires into the holders and reconnect the motor, water meter and power 
plugs.

The drive bracket must be removed to access the drive cap assembly and pistons or the drive gear cover. It is not necessary to 
remove the PC board from the drive bracket to remove the drive bracket. To remove the drive bracket start by removing the plugs 
for the power source and the water meter. Unweave the wires from the side holders. Two tabs on the top of the drive back plate hold 
the drive bracket in place. Si mul ta neous ly lift the two tabs and gently ease the top of the drive bracket towards your body. The lower 
edge of the drive bracket has two notches that rest on the drive back plate. Lift up and outward on the drive bracket to disengage the 
notches.

To reassemble seat the bottom of the drive bracket so the notches are engaged at the bottom of the drive back plate. Push the top of 
the drive bracket towards the two latches. The drive bracket may have to be lifted slightly to let the threaded piston rod pass through 
the hole in the drive bracket. Maintain a slight engaging force on top of the drive bracket while defl ecting the bracket slightly to the 
left by pressing on the side of the upper right corner. This helps the drive gears mesh with the drive cap assembly. The drive bracket 
is properly seated when it snaps under the latches on the drive back plate. If resistance is felt before latching, then notches are not 
fully engaged, the piston rod is not in hole, the wires are jammed between the drive bracket and drive back plate, or the gear is not 
engaging the drive cap assembly. 

To inspect drive gears, the drive gear cover needs to be removed. Before trying to remove the gear cover, the drive bracket must be 
removed from the drive back plate. (Refer to the instructions above regarding removing the drive bracket from the drive back plate. 
The drive gear cover can be removed from the drive bracket without removing the motor or the PC board.) The drive gear cover is 
held in place on the drive bracket by three clips. The largest of the three clips is always orientated to the bottom of the drive bracket. 
With the PC board facing up, push in and down on the large clip on the drive gear cover. Handle the cover and the gears carefully so 
that the gears do not fall off of the pegs in the cover.

Replace broken or damaged drive gears. Do not lubricate any of the gears. Avoid getting any foreign matter on the refl ective coating 
because dirt or oils may interfere with pulse counting. 

The drive gear cover only fi ts on one way, with the large clip orientated towards the bottom. If all three clips are outside of the gear 
shroud on the drive bracket the drive gear cover slips easily into place. 

The drive bracket does not need to be removed from the drive plate if the motor needs to be removed. To remove the motor, 
dis con nect the power and motor plugs from the jacks on the PC board. Move the spring clip loop to the right and hold. Rotate the 
motor at least a ¼ turn in either direction before gently pulling on the wire connectors to remove the motor. Pulling directly on the 
wires without rotating the motor may break the wires off the motor. 
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Replace the motor if necessary. Do not lubricate the motor or the gears. To reinstall the motor, move the spring clip loop to the 
right and hold. Gently turn the motor while inserting so that the gear on the motor meshes with the gears under the drive gear cover. 
Release the spring clip loop and continue to rotate the motor until the motor housing engages the small plastic bulge inside the drive 
bracket motor retainer. Reconnect the motor plug to the two-pronged jack on the lower left hand side of the PC board. If the mo-
tor will not easily engage with the drive gear when reinstalling, lift and slightly rotate the motor before reinserting. Reconnect the 
power plug.

Replace the valve cover. After completing any valve maintenance, press and hold NEXT and REGEN buttons for 3 seconds or 
unplug power source jack (black wire) and plug back in. This resets the electronics and establishes the service piston position. The 
display should fl ash all wording, then fl ash the software version and then reset the valve to the service position.

Drive Cap Assembly, Main Piston and Regenerant Piston

The drive assembly must be removed to access the drive cap assembly. The drive cap assembly must be removed to access the 
piston(s). The drive cap assembly is threaded into the control valve body and seals with an o-ring. To remove the drive cap as sem bly 
use the special plastic wrench (V3193-02 Figure 1) or insert a ¼” to ½” fl at bladed screwdriver into one of the slots around the top 
2” of the drive cap as sem bly so it engages the notches molded into the drive back plate around the top 2” of the piston cavity. See 
Figure 2. The notches are visible through the holes. Lever the screwdriver so the drive cap assembly turns counter clockwise. Once 
loosened unscrew the drive cap assembly by hand and pull straight out.

The drive cap assembly contains the drive cap, the main drive gear, drive cap spline, piston rod and various other parts that should 
not be dissembled in the fi eld. The only replaceable part on the drive cap assembly is the o-ring. Attached to the drive cap assembly 
is the main piston (down fl ow) and if a regenerant is used, a regenerant piston.

The regenerant piston (the small diameter one behind the main piston) is removed from the main piston by unsnapping it from its 
latch. Chem i cal ly clean in dilute sodium bisulfi te or vinegar or replace the regenerant piston if needed. To remove the main down 
fl ow piston fully extend the piston rod and then unsnap the main piston from its latch by pressing on the side with the number. 
Chem i cal ly clean in dilute sodium bisulfi te or vinegar, or replace the main piston. The main piston is tefl on coated. If the tefl on 
coating is abraided, replace the main piston.

Reattach the main piston to the drive cap assembly. Reattach the regenerant piston (if needed) to the main piston. Reinsert the drive 
cap assembly and piston into the spacer stack assembly and hand tighten the drive cap assembly. Continue to tighten the drive cap 
assembly using a screwdriver as a ratchet or the V3193-01 wrench until the black o-ring on the spacer stack assembly is no longer 
visible through the drain port. Excessive force can break the notches molded into the drive back plate. Make certain that the main 
drive gear still turns freely. The exact position of the piston is not important as long as the main drive gear turns freely.

Figure: 1

Part Number
V3193-02

Figure: 2

Loosens Drive Cap
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Refi ll Flow Control Assembly or Refi ll Port Plug
To clean or replace the refi ll fl ow control, remove the nut (WS2) or pull out the locking clip (WS1.5 and 2L) and then pull the fi tting 
straight out. Remove the fl ow control retainer. The fl ow control can be removed by prying upward through the side slots of the 
retainer with a small blade fl at screwdriver. 

Chemically clean the fl ow control or the fl ow control retainer using dilute sodium bisulfi te or vinegar. Do not use a wire brush. If 
necessary, replace the fl ow control, o-ring on the fl ow control retainer, or the o-ring on the fi tting.

Reseat the fl ow control retainer and reassemble the fi tting.

Do not use Vaseline, oils, or other unacceptable lubricants on o-rings. A silicone lubricant may be used on the o-ring on the elbow or 
the retainer. 

Refi ll port plugs should not need to be serviced. O-rings may be replaced if necessary.

Reattach the drive assembly to the control valve and connect all plugs. After completing any valve maintenance, press and hold 
NEXT and REGEN buttons for 3 seconds or unplug power source jack (black wire) and plug back in. This resets the electronics and 
establishes the service piston position. The display should fl ash all wording, then fl ash the software version and then reset the valve 
to the service position.

Spacer Stack Assembly

To access the spacer stack assembly remove the drive assembly, drive cap assembly and piston. The spacer stack assembly can 
be removed easily without tools by using thumb and forefi nger. Inspect the black o-rings and clear lip seals for wear or damage. 
Re place the entire stack if necessary. The spacer stack assembly has been 100% tested at the factory to insure proper orientation of 
one way seals. Do not disassemble the stack. 

The spacer stack assembly may be chemically cleaned (dilute sodium bisulfi te or vinegar) or wiped with a soft cloth. 

The spacer stack assembly can be pushed into the control valve body bore by hand. Since the spacer stack assembly can be 
com pressed it is easier to use a blunt object (5/8” to 1-1/8” in diameter) to push the center of the assembly into the control valve 
body. The assembly is properly seated when at least four threads are exposed (approximately 5/8”). Do not force the spacer stack 
as sem bly in. The control valve body bore interior can be lubricated with silicone to allow for easy insertion of the entire stack.

Reattach the drive cap assembly and piston(s) and the drive assembly.

After completing any valve maintenance, press and hold NEXT and REGEN buttons for 3 seconds or unplug power source jack 
(black wire) and plug back in. This resets the electronics and establishes the service piston position. The display should fl ash all 
wording, then fl ash the software version and then reset the valve to the service position.

Injector Cap, Screen, Injector Plug and Injector

Remove the three bolts from the injector cap and lift off. Remove the screen and clean if fouled.

The injector can be pried out with a small screwdriver. The injector consists of a throat and a nozzle. Chemically clean the injector 
with vinegar or sodium bisulfi te. The holes can be blown out with air. Both pieces have small diameter holes that control the fl ow 
rates of water to insure that the proper con cen tra tion of regenerant is used. Sharp objects, which can score the plastic, should not be 
used to clean the injector. Scoring the injector or increasing the diameter of the hole could change the operating parameters of the 
injector. 

If a valve does not use a regenerant the injector plug should not need to be cleaned.
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Water Meter

The water meter assembly is connected to the PC board by a wire. If the entire water meter assembly is to be replaced, remove the 
control valve cover and remove the power source and water meter plugs from the PC board. Unlatch the drive assembly and lean it 
forward. Unthread the water meter wire from the side of the drive assembly and through the drive back plate. To reinstall, rethread 
the water meter wire through the drive back plate and the side of the drive assembly. Reattach the drive assembly and the water 
meter and power plugs. 

The water meter wire does not need to be removed from the PC board if the water meter is only being inspected and cleaned.  To 
remove the water meter assembly, remove the meter clip and using a small screwdriver pry up on the meter assembly. 

When the meter is part way out it is easy to remove the water meter from the housing. Once the water meter is removed from the 
meter body, use your fi ngers to gently pull forward on the turbine to remove it from the shaft.

Do not use a wire brush to clean. Wipe with a clean cloth or chemically clean in dilute sodium bisulfi te or vinegar. The turbine can 
be im mersed in the chemical. Do not immerse electronics. If the turbine is scored or damaged or the bearings on the turbine are 
worn, replace the turbine.

Do not lubricate the turbine shaft. The turbine shaft bearings are prelubricated. Do not use Vaseline, oils, or other unacceptable 
lu bri cants on the o-ring. A silicone lubricant may be used on the black o-ring. 

Snap the turbine on the shaft and reinsert the water meter into the meter body. Insert the meter clip.
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Table 3

Troubleshooting Procedures

Problem Possible Cause Solution

1. No Display on PC Board

a. No power at electric outlet a. Repair outlet or use working outlet

b. Control valve Power Adapter not plugged into 
outlet or power cord end not connected to PC 
board connection

b. Plug Power Adapter into outlet or connect 
power cord end to PC Board connection

c. Improper power supply c. Verify proper voltage is being delivered to 
PC Board

d. Defective Power Adapter d. Replace Power Adapter

e. Defective PC Board e. Replace PC Board

2. PC Board does not display correct time of day

a. Power Adapter plugged into electric outlet 
controlled by light switch

a. Use uninterrupted outlet

b. Tripped breaker switch and/or tripped GFI b. Reset breaker switch and/ or GFI switch

c. Power outage c. Reset time of day. If PC Board has battery 
back up present the battery may be 
depleted. See Front Cover and Drive 
Assembly drawing for instructions.

d. Defective PC Board d. Replace PC Board

3. Display does not indicate that water is fl owing. 
Refer to user instructions for how the display 
indicates water is fl owing

a. Bypass valve in bypass position a. Turn bypass handles to place bypass in 
service position

b. Meter is not connected to meter connection on 
PC Board

b. Connect meter to three pin connection 
labeled METER on PC Board

c. Restricted/ stalled meter turbine c. Remove meter and check for rotation or 
foreign material

d. Meter wire not installed securely into three pin 
connector

d. Verify meter cable wires are installed 
securely into three pin connector labeled 
METER

e. Defective meter e. Replace meter

f. Defective PC Board f. Replace PC Board

4. Control valve regenerates at wrong time of day

a. Power outage a. Reset time of day. If PC Board has battery 
back up present the battery may be 
depleted. See Front Cover and Drive 
Assembly drawing for instructions.

b. Time of day not set correctly b. Reset to correct time of day

c. Time of regeneration set incorrectly c. Reset regeneration time

d. Control valve set at “on 0” (immediate 
regeneration)

d. Check programming setting and reset to 
NORMAL (for a delayed regen time)

e. Control valve set at “NORMAL + on 0” (delayed 
and/ or immediate)

e. Check programming setting and reset to 
NORMAL (for a delayed regen time)

5. Time of day fl ashes on and off

a. Power outage a. Reset time of day. If PC Board has battery 
back up present the battery may be 
depleted. See Front Cover and Drive 
Assembly drawing for instructions.

6. Control valve does not regenerate 
automatically when the correct button(s) is 
depressed and held. For TC valves the buttons are 
▲ & ▼. For all other valves the button is REGEN

a. Broken drive gear or drive cap assembly a. Replace drive gear or drive cap assembly

b. Broken Piston Rod b. Replace piston rod

c. Defective PC Board c. Defective PC Board

7. Control valve does not regenerate 
automatically but does when the correct button(s) 
is depressed and held. For TC valves the buttons 
are ▲ & ▼. For all other valves the button is 
REGEN

a. Bypass valve in bypass position a. Turn bypass handles to place bypass in 
service position

b. Meter is not connected to meter connection on 
PC Board

b. Connect meter to three pin connection 
labeled METER on PC Board

c. Restricted/ stalled meter turbine c. Remove meter and check for rotation or 
foreign material

d. Incorrect programming d. Check for programming error

e. Meter wire not installed securely into three pin 
connector

e. Verify meter cable wires are installed 
securely into three pin connector labeled 
METER

f. Defective meter f. Replace meter

g. Defective PC Board g. Replace PC Board
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Problem Possible Cause Solution

8. Hard or untreated water is being delivered

a. Bypass valve is open or faulty a. Fully close bypass valve or replace

b. Media is exhausted due to high water usage b. Check program settings or diagnostics for 
abnormal water usage

c. Meter not registering c. Remove meter and check for rotation or 
foreign material

d. Water quality fl uctuation d. Test water and adjust program values 
accordingly

e. No regenerant or low level of regenerant in 
regenerant tank

e. Add proper regenerant to tank

f. Control fails to draw in regenerant f. Refer to Trouble Shooting Guide number 12

g. Insuffi cient regenerant level in regenerant tank g. Check refi ll setting in programming. Check 
refi ll fl ow control for restrictions or debris 
and clean or replace

h. Damaged seal/stack assembly h. Replace seal/stack assembly

i. Control valve body type and piston type mix 
matched

i. Verify proper control valve body type and 
piston type match

j. Fouled media bed j. Replace media bed

9. Control valve uses too much regenerant

a. Improper refi ll setting a. Check refi ll setting

b. Improper program settings b. Check program setting to make sure they are 
specifi c to the water quality and application 
needs

c. Control valve regenerates frequently c. Check for leaking fi xtures that may be 
exhausting capacity or system is undersized

10. Residual regenerant being delivered to service

a. Low water pressure a. Check incoming water pressure – water 
pressure must remain at minimum of 25 psi

b. Incorrect injector size b. Replace injector with correct size for the 
application

c. Restricted drain line c. Check drain line for restrictions or debris 
and clean

11. Excessive water in regenerant tank

a. Improper program settings a. Check refi ll setting

b. Plugged injector b. Remove injector and clean or replace

c. Drive cap assembly not tightened in properly c. Re-tighten the drive cap assembly

d. Damaged seal/ stack assembly d. Replace seal/ stack

e. Restricted or kinked drain line e. Check drain line for restrictions or debris 
and or un-kink drain line

f. Plugged backwash fl ow controller f. Remove backwash fl ow controller and clean 
or replace

g. Missing refi ll fl ow controller g. Replace refi ll fl ow controller

12. Control valve fails to draw in regenerant

a. Injector is plugged a. Remove injector and clean or replace

b. Faulty regenerant piston b. Replace regenerant piston

c. Regenerant line connection leak c. Inspect regenerant line for air leak

d. Drain line restriction or debris cause excess back 
pressure

d. Inspect drain line and clean to correct 
restriction

e. Drain line too long or too high e. Shorten length and or height

f. Low water pressure f. Check incoming water pressure – water 
pressure must remain at minimum of 25 psi

13. Water running to drain

a. Power outage during regeneration a. Upon power being restored control will 
fi nish the remaining regeneration time. 
Reset time of day. 

b. Damaged seal/ stack assembly b. Replace seal/ stack assembly

c. Piston assembly failure c. Replace piston assembly

d. Drive cap assembly not tightened in properly d. Re-tighten the drive cap assembly
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Problem Possible Cause Solution

14. E1, Err – 1001, Err – 101 = Control unable to 
sense motor movement

a. Motor not inserted full to engage pinion, motor 
wires broken or disconnected

a. Disconnect power, make sure motor is 
fully engaged, check for broken wires, 
make sure two pin connector on motor is 
connected to the two pin connection on the 
PC Board labeled MOTOR. Press NEXT 
and REGEN buttons for 3 seconds to 
resynchronize software with piston position 
or disconnect power supply from PC Board 
for 5 seconds and then reconnect.

b. PC Board not properly snapped into drive 
bracket

b. Properly snap PC Board into drive bracket 
and then Press NEXT and REGEN buttons 
for 3 seconds to resynchronize software 
with piston position or disconnect power 
supply from PC Board for 5 seconds and 
then reconnect.

c. Missing reduction gears c. Replace missing gears

15. E2, Err – 1002, Err – 102 = Control valve 
motor ran too short and was unable to fi nd the 
next cycle position and stalled

a. Foreign material is lodged in control valve a. Open up control valve and pull out piston 
assembly and seal/ stack assembly for 
inspection. Press NEXT and REGEN 
buttons for 3 seconds to resynchronize 
software with piston position or disconnect 
power supply from PC Board for 5 seconds 
and then reconnect.

b. Mechanical binding b. Check piston and seal/ stack assembly, 
check reduction gears, check drive bracket 
and main drive gear interface. Press NEXT 
and REGEN buttons for 3 seconds to 
resynchronize software with piston position 
or disconnect power supply from PC Board 
for 5 seconds and then reconnect.

c. Main drive gear too tight c. Loosen main drive gear. Press NEXT 
and REGEN buttons for 3 seconds to 
resynchronize software with piston position 
or disconnect power supply from PC Board 
for 5 seconds and then reconnect.

d. Improper voltage being delivered to PC Board d. Verify that proper voltage is being supplied. 
Press NEXT and REGEN buttons for 3 
seconds to resynchronize software with 
piston position or disconnect power supply 
from PC Board for 5 seconds and then 
reconnect.

16. E3, Err – 1003, Err – 103 = Control valve 
motor ran too long and was unable to fi nd the 
next cycle position

a. Motor failure during a regeneration a. Check motor connections then Press NEXT 
and REGEN buttons for 3 seconds to 
resynchronize software with piston position 
or disconnect power supply from PC Board 
for 5 seconds and then reconnect.

b. Foreign matter built up on piston and stack 
assemblies creating friction and drag enough to 
time out motor

b. Replace piston and stack assemblies. Press 
NEXT and REGEN buttons for 3 seconds 
to resynchronize software with piston 
position or disconnect power supply from 
PC Board for 5 seconds and then reconnect.

c. Drive bracket not snapped in properly and out 
enough that reduction gears and drive gear do 
not interface

c. Snap drive bracket in properly then Press 
NEXT and REGEN buttons for 3 seconds 
to resynchronize software with piston 
position or disconnect power supply from 
PC Board for 5 seconds and then reconnect.

17. Err – 1004, Err – 104 = Control valve motor 
ran too long and timed out trying to reach home 

position

a. Drive bracket not snapped in properly and out 
enough that reduction gears and drive gear do 
not interface

a. Snap drive bracket in properly then Press 
NEXT and REGEN buttons for 3 seconds 
to resynchronize software with piston posi-
tion or disconnect power supply from PC 
Board for 5 seconds and then reconnect.
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Problem Possible Cause Solution

18. Err -1006, Err – 106, 
Err - 116 = MAV/ SEPS/ NHBP/ AUX MAV 

valve motor ran too long and unable to fi nd the 
proper park position

Motorized Alternating Valve = MAV

Separate Source = SEPS

No Hard Water Bypass = NHBP

Auxiliary MAV = AUX MAV

a. Control valve programmed for ALT A or b, 
nHbP, SEPS, or AUX MAV with out having a 
MAV or NHBP valve attached to operate that 
function

a. Press NEXT and REGEN buttons for 3 
seconds to resynchronize software with 
piston position or disconnect power supply 
from PC Board for 5 seconds and then 
reconnect. Then re-program valve to proper 
setting.

b. MAV/ NHBP motor wire not connected to PC 
Board

b. Connect MAV/ NHBP motor to PC Board 
two pin connection labeled DRIVE. Press 
NEXT and REGEN buttons for 3 seconds 
to resynchronize software with piston 
position or disconnect power supply from 
PC Board for 5 seconds and then reconnect.

c. MAV/ NHBP motor not fully engaged with 
reduction gears

c. Properly insert motor into casing, do not 
force into casing Press NEXT and REGEN 
buttons for 3 seconds to resynchronize 
software with piston position or disconnect 
power supply from PC Board for 5 seconds 
and then reconnect.

d. Foreign matter built up on piston and stack 
assemblies creating friction and drag enough to 
time out motor

d. Replace piston and stack assemblies. Press 
NEXT and REGEN buttons for 3 seconds 
to resynchronize software with piston 
position or disconnect power supply from 
PC Board for 5 seconds and then reconnect.

19. Err – 1007, Err – 107, 
Err - 117 = MAV/ SEPS/ NHBP/ AUX MAV 

valve motor ran too short (stalled) while looking 
for proper park position

Motorized Alternating Valve = MAV

Separate Source = SEPS

No Hard Water Bypass = NHBP

Auxiliary MAV = AUX MAV
 

a. Foreign material is lodged in MAV/ NHBP valve a. Open up MAV/ NHBP valve and check 
piston and seal/ stack assembly for foreign 
material. Press NEXT and REGEN buttons 
for 3 seconds to resynchronize software 
with piston position or disconnect power 
supply from PC Board for 5 seconds and 
then reconnect.

b. Mechanical binding b. Check piston and seal/ stack assembly, check 
reduction gears, drive gear interface, and 
check MAV/ NHBP black drive pinion on 
motor for being jammed into motor body. 
Press NEXT and REGEN buttons for 3 
seconds to resynchronize software with 
piston position or disconnect power supply 
from PC Board for 5 seconds and then 
reconnect. 
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Revision History:

12/23/09

COVER & PAGE 25:
Added:
HYDROCARBONS SUCH AS KEROSENE, BENZENE, GASOLINE, ETC., MAY DAMAGE PRODUCTS THAT CON-
TAIN O-RINGS OR PLASTIC COMPONENTS. EXPOSURE TO SUCH HYDROCARBONS MAY CAUSE THE PROD-
UCTS TO LEAK. DO NOT USE THE PRODUCT(S) CONTAINED IN THIS DOCUMENT ON WATER SUPPLIES THAT 
CONTAIN HYDROCARBONS SUCH AS KEROSENE, BENZENE, GASOLINE, ETC.

PAGES 4, 9 & 25:
Added:
THIS WATER METER SHOULD NOT BE USED AS THE PRIMARY MONITORING DEVICE FOR CRITICAL OR 
HEALTH EFFECT APPLICATIONS.

3/8/2010

PAGE 6:
*V3726 WS2 Brine Piston is used for backwash only valves.
PAGE 7:
** V3726 WS2 Brine Piston is used for backwash only valves.
PAGE 11:
Inserted "Backwash Only" Fitting drawing
PAGE 12:
*V3428 contains a V3182 WS1 (0.5 gpm) RFC

PAGE 4:

10
V3401-04 WS1.5 Meter Housing

1
V3401BSPT-01 WS1.5 Meter Housing BSPT

3/16/2010

PAGE 9:
Removed V3222-01 and FF NPT column in table.

4/12/2010



Page 48  WS1.5", 2"L, 2" and 2"QC Drawings and Service Manual

CLACK CORPORATION
FIVE-YEAR SOFTENER AND FILTER CONTROLS 

LIMITED WAR RAN TY

Clack Corporation (“Clack”) warrants to OEM that its Softener and Filter Control 
Valves will be free from defects in material and work man ship under normal use 
and service for a period of fi ve years from the date of shipment of such Valves from 
Clack’s plant in Windsor, Wis con sin when installed and operated within rec om mend ed 
pa ram e ters. No warranty is made with respect to defects not reported to Clack within 
the warranty period and/or defects or damages due to neglect, misuse, alterations, 
ac ci dent, mis ap pli ca tion, physical damage, or damage caused by fi re, acts of God, 
freezing or hot water or similar causes. For outdoor installations where the Softener 
and Filter Control Valves are not under cover, the weather cover must be utilized for 
the warranty to be valid.

Clack’s obligation to OEM under this Limited Warranty shall be limited, at its option, 
to re place ment or repair of any Softener and Filter Control valve covered by this 
Limited Warranty. Prior to returning a Control Valve, OEM must obtain a return goods 
au tho ri za tion number from Clack and return the Control Valve freight prepaid. If any 
Control Valve is covered under this Limited War ran ty, Clack shall return the Control 
Valve repaired, or its replacement, prepaid to the original point of shipment.

CLACK GIVES THIS WARRANTY TO OEM IN LIEU OF ALL OTHER 
WAR RAN TIES, EXPRESS OR IMPLIED, IN CLUD ING WITH OUT 
LIMITATION ANY IM PLIED WAR RAN TIES OF MERCHANTABILITY 
OR FITNESS FOR A PAR TIC U LAR PUR POSE AND HEREBY EXPRESSLY 
DISCLAIMS ALL OTHER SUCH WARRANTIES. CLACK’S LI A BIL I TY 
HERE UN DER SHALL NOT EXCEED THE COST OF THE PROD UCT. UNDER 
NO CIR CUM STANC ES WILL CLACK BE LI A BLE FOR ANY IN CI DEN TAL 
OR CON SE QUEN TIAL DAMAGES OR FOR ANY OTHER LOSS, DAM AGE 
OR EX PENSE OF ANY KIND, IN CLUD ING LOSS OF PROFITS, ARISING 
IN CON NEC TION WITH THE IN STAL LA TION OR USE OR INABILITY 
TO USE THE CONTROL VALVES OR ANY WA TER TREAT MENT SYSTEM 
THE CONTROL VALVE IS INCORPORATED INTO.

Form No. V3435  –  4/12/2010
U.S. Patents: 6,402,944; 6,444,127; and 6,776,901


